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SECTION I – INTRODUCTION 

Purpose of the Inspection  

On March 7, 2016, and March 9, 2016, Jared Richardson from PG Environmental, LLC, a U.S. 

Environmental Protection Agency (EPA) Contract Inspector, and Colby Tucker from the U.S. EPA 

Region 9 Enforcement Program (hereafter, we) conducted a Clean Water Act (CWA) National 

Pollutant Discharge Elimination System (NPDES) inspection of the DCOR, LLC (DCOR or 

Discharger) – Platform A (hereafter, Facility) offshore oil and gas platform. The purpose of the 

inspection was to evaluate compliance with the requirements of the EPA Region 9 NPDES 

Permit Nos. CAG280000 and CAF001156. During the inspection we evaluated the accuracy and 

reliability of the Discharger’s self-monitoring and reporting program and the Facility onsite 

generated waste streams, treatment processes, and discharges to the Pacific Ocean. The 

announced inspection consisted of two parts: a records review (conducted onshore on March 7, 

2016) and a general Facility walk through (conducted offshore on March 9, 2016). The primary 

onsite Facility representative was Jay Rao (Environmental Coordinator, DCOR).                        

 

Opening Conference 

Upon arriving at the Discharger’s onshore office for a records review at 7:50 a.m. on March 7, 

2016, we met with the primary Facility representative, Jay Rao (Environmental Coordinator, 

DCOR). We introduced ourselves and I presented my credential to the Environmental 

Coordinator and explained the purpose of the inspection.  

 

Upon arriving at the Discharger’s offshore Facility at 11:17 a.m. on March 9, 2016, we met with 

the Environmental Coordinator, the Facility lead operator Ron Worrell (platform A, DCOR), and 

the Facility foreman Ray Bautista (platform A, DCOR) (hereinafter, Facility representatives). We 

introduced ourselves and I presented my credential to the Facility representatives and 

explained the purpose of the inspection.  

 

Facility/Site Description 

The Platform A is located approximately 5.8 miles offshore in the Santa Barbara channel on the 

Outer Continental Shelf (OCS) just southeast of Santa Barbara, California (refer to Google Earth 

Image A below and Photograph 1). The Platform A was installed on September 14, 1968, and 

began production on March 3, 1969. It is located in the Dos Cuadras Field on federal lease OCS-

P-0241 and is situated in 188 feet of water. In 1997 Nuevo took over the operations of the 

platform from Unocal. In 2004 Nuevo was acquired by Plains Exploration and Production 

(Plains), who took over operation of the platform. Plains only ran the platform for a little more 
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than four months and then sold the operation to DCOR in March 2005. Since DCOR took over 

operational control of the Dos Cuadras field including Platform A.     

 

At the time of the inspection, the Facility was in “production” operations, actively recovering 

hydrocarbons from the field formation. The Platform A has a total of approximately 57 well 

slots. According to Mr. Worrell at the time of the inspection, the Facility has 25 active producing 

wells, 9 inactive wells, and 7 produced water reinjection (waterflood) wells. Mr. Worrell stated 

that active drilling for new wells has not occurred on the platform since DCOR acquired 

operational control in 2009.  

 

Mr. Rao stated that at the time of the inspection, the following NPDES discharges occur or may 

occur from the Facility: 

 Produced Water (Discharge 002) 

 Deck Drainage (Discharge 004) 

 Fire Control System Water (Discharge 008) 

 Sanitary and Domestic Wastes (Discharge 005) 

 Desalination Unit Wastes (Discharge 007) 

 Non-contact Cooling Water (Discharge 009) 

 

Note the discharge number (i.e., Discharge 002) referenced throughout this report refers to the 

type of wastewater discharged at the corresponding outfall point as designated in the Permit. 

 

A general description of the process train(s) for each of the above mentioned discharges is 

described below: 

 

Produced water (Discharge 002) is water (brine) associated with the extraction of oil and gas 

from the hydrocarbon-bearing strata which may include formation water, injection water, oil 

emulsions, and any chemicals added downhole or during the oil/water separation process. 

Produced water and oil and gas is routed to two two-phase production separators (Gross Oil 

Separator #1 and Gross Oil Separator #2) (refer to Photograph 3). At the time of the inspection, 

both production separators were in use. The produced water then is routed to a Free Water 

Knock Out (FWKO) vessel that was in use during the inspection. From the FWKO vessel, 

chemical additives are added to the produced water prior to treatment in a WEMCO oil and 

water separator (refer to Photograph 4). Following the WEMCOs, produced water is then 

discharged to the Pacific Ocean via a 60 foot submerged outfall. The Discharger provided a 

process flow diagram of the produced water oil/water conveyance and treatment system (refer 

to Exhibits 1 and 2). 

 



 DCOR, LLC / Platform A 
Inspection Dates: 03/07/2016 and 03/09/2016 

 

 
3 

Deck drainage (washdown, rainwater, drip pan and work area drains – Discharge 004) and fire 

control system water (seawater released during training, testing, and maintenance of fire 

protection equipment – Discharge 008) are “commingled” and collected in a waste oil tank 

(refer to Photograph 2). The commingled wastewater is pumped via waste oil pumps to DCOR’s 

onshore Rincon treatment facility.  

 

Sanitary (black water) wastewater is treated onsite at the Facility with a redFox® environmental 

marine sanitation device (MSD) Fox Pac Model No. RF-500-FP, Serial No. 4873, which is United 

States Coast Guard (USCG) approved (refer to Photograph 5). The treated water is then 

combined with domestic (grey water) wastewater and discharged (Discharge 005) to the Pacific 

Ocean via a 2 to 3 inch drain (refer to Photograph 6). As shown in Photograph 6, the black 

water and grey water wastewater (Discharge 005) was observed actively flowing at the time of 

the inspection. The onsite Facility representatives stated that the black water flow rate is 

estimated based on 50 gallons per day per person on the platform. The MSD unit is sized for a 

maximum of 500 gallons per day (gpd). The Facility was staffed with 5 people at the time of the 

inspection.    

 

Desalination (i.e., reverse osmosis) unit wastewater (Discharge 007) is generated during the 

process of creating freshwater from saltwater. The desalination unit and waste stream 

discharge location were not viewed as a component of the inspection. According to onsite 

Facility representatives, the desalination unit only provides water to sinks and showers at the 

Facility. At the time of the inspection, the desalination unit was in standby mode. Facility 

representatives stated that it had not been used in quite some time. The electronic Discharge 

Monitoring Reports (eDMRs) we reviewed during the inspection did not indicate any 

desalination unit discharges during the period of review (March 2014 through March 2016).  

 

Non-contact cooling water (Discharge 009) circulates through machinery for the purpose of 

cooling. Non-contact cooling water is utilized by the Facility for reducing gas temperatures in 

the Facility heat exchangers. The non-contact cooling water discharge location was not 

evaluated as a component of this inspection. The onsite Facility representatives stated that 

non-contact cooling water had not been discharged for several years. The eDMRs we reviewed 

during the inspection did not indicate any non-contact cooling water discharges during the 

period of review (March 2014 through March 2016).  
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Image A:  Google Earth image of Facility 

 

SECTION II – OBSERVATIONS 

Following the opening conference at the onshore Facility with Mr. Rao (Environmental 

Coordinator, DCOR) on March 7, 2016, we reviewed records requested prior to the inspection 

that were to be available onsite (refer to Exhibit 3). The general period of review was from 

March 2014 through March 2016. We reviewed eDMRs for the period as a component of this 

inspection. The review included a spot check comparison of reported monitoring results versus 

requirements and limitations in the Permit. No permit limit exceedances were identified during 

our document review. We also compared select monitoring results reported in the eDMRs to 

the contract analytical laboratory reports. We did not review previous inspection reports as a 

component of the inspection. In addition, we discussed scope, logistics, and health and safety 

items in preparation for the offshore Platform A inspection that was to be conducted on March 

9, 2015.   

 

On March 9, 2016 at 11:17 a.m. we arrived at the offshore Facility via boat transport from 

shore. We met with the Environmental Coordinator and the Facility’s lead operator Mr. Worrell. 

We introduced ourselves and I presented my credential to the Facility representatives and I 

explained the purpose and scope of the inspection. Mr. Worrell, Mr. Rao, and Mr. Bautista 

(Facility foreman, DCOR) then escorted us on a Facility walk through. We visually evaluated the 

produced water and black water treatment trains and general Facility site conditions during the 

walk through.  
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We observed the Facility redFox® MSD used to treat sanitary (black water) wastes (Discharge 

005) prior to being discharged to the Pacific Ocean (Discharge 005) (refer to Photographs 5 and 

6). The redFox® MSD unit was stamped with a manufacture date of June 29, 2009.  

 

During the Facility walk through, we observed the Facility produced water treatment train. The 

Discharger’s produced water (Discharge 002) NPDES sampling point is located at the discharge 

pipe off of the WEMCO. We viewed this discharge pipe as a component of the inspection (refer 

to Photographs 10, 11, and 12). Based on our observations during the inspection, the produced 

water NPDES oil and grease sample location appeared to provide representative samples; 

however, we observed a bypass line around the NPDES sample point during the inspection 

(refer to Photographs 13 and 14). We observed that the produced water NPDES sample point 

bypass piping was not in operation during the inspection, as indicated by the closed valve (refer 

to Photograph 14). The receiving water (Pacific Ocean) within the vicinity of the produced water 

discharge pipe was viewed and observed to be free of visually objectionable characteristics at 

the time of the inspection (refer to Photograph 15).  

 

We observed the Facility’s on-line oil and grease monitor, which was installed in accordance 

with Part II.G.6, On-Line Oil and Grease Monitors, requirements of the Permit. The Discharger 

conducts additional internal process monitoring for oil and grease in produced water after the 

WEMCO on the discharge pipe via continuous inline turbidity measurement utilizing a HACH 

Surface Scatter® 7 sc turbidimeter (refer to Photographs 14 and 16). At the time of the 

inspection, we observed the continuous inline turbidity measurement of produced water to be 

2.58 nephelometric turbidity units (NTUs). The Facility representatives stated that there is an 

alarm (visual and audible) that activates when the inline turbidity monitor exceeds 15 NTU and 

20 NTU. The Facility representatives stated that these set points were to ensure the produced 

water (Discharge 002) did not exceed the monthly average and daily maximum oil and grease 

Permit effluent limits of 29 mg/L and 42 mg/L, respectively. The Facility representatives said the 

set points were developed based on facility-specific correlation between the turbidity monitor 

and oil and grease measurements. 

 

We observed the waste oil tank (refer to Photograph 2), which receives “commingled” deck 

drainage and fire control system wastewater prior to being pumped via waste oil pumps to 

DCOR’s onshore Rincon treatment facility.  

 

We observed an actively leaking domestic (greywater) piping discharging to the receiving water 

(Pacific Ocean) at the time of the inspection (refer to Photographs 17 through 20). Facility 



 DCOR, LLC / Platform A 
Inspection Dates: 03/07/2016 and 03/09/2016 

 

 
6 

representatives stated that the greywater piping leak appeared to be originating from the 

galley drain system.  

 

As part of the Facility walk through, we reviewed the Facility operations and maintenance 

procedures including processes for scheduling and documenting maintenance activities, the 

current backlog, and standard operating procedures (SOPs). Facility representatives stated that 

the Facility utilizes the computerized maintenance management system (CMMS), MainSaver, to 

schedule and document maintenance activities. Facility representatives provided us with a 

demonstration of the CMMS at the time of the inspection.  

 

As a component of the inspection, we requested and reviewed the Discharger’s sampling and 

handling methods for oil and grease (refer to Exhibit 6). We observed that the SOPs did not 

include sampling and handling procedures to ensure that all minimum monitoring information 

was recorded as required by Part III.E, Records Contents, of the Permit.  

SECTION III – AREAS OF CONCERN 

We held a closing conference post-inspection via conference call with the Mr. Rao on March 28, 

2016. During the closing conference, we reviewed the preliminary inspection observations and 

areas of concern. The presentation of areas of concern does not constitute a formal compliance 

determination or violation.  

 

1. Part II.E, Domestic and Sanitary Wastes (Discharge 005), Footnote 2, of the Permit states 

“Any facility which properly operates and maintains a marine sanitation device (MSD) 

that was certified by the United States Coast Guard (USCG) under Section 312 of the Act 

shall be deemed to be in compliance with permit limitations for sanitary wastes and the 

requirements for total residual chlorine do not apply. The MSD shall be inspected yearly 

for proper operation, and the inspection results maintained with the permit records.” 

The total and fecal coliform USCG “appropriate standards” in 40 CFR Part 140.3(d) state 

that “After January 30, 1980, subject to paragraphs (e) and (f) of this section, marine 

sanitation devices on all vessels on waters that are not subject to a prohibition of the 

overboard discharge of sewage, treated or untreated, as specified in paragraph (a)(1) of 

this section, shall be designed and operated to either retain, dispose of, or discharge 

sewage, and shall be certified by the U.S. Coast Guard. If the device has a discharge, the 

effluent shall not have a fecal coliform bacterial count of greater than 200 per 100 

milliliters (i.e., 200 Most Probable Number (MPN)/100 mL), nor suspended solids 

greater than 150 mg/L.”  
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Based on a review of the Discharger’s 2014 and 2015 annual MSD inspection records, 

we observed that the MSD unit did not meet total suspended solids (TSS) and total and 

fecal coliform USCG “appropriate standards” for MSD effluent per 40 CFR Part 140.3(d) 

for samples collected on December 14, 2015 (refer to Exhibit 4). Specifically, the 

Discharger’s contract laboratory analytical results for the MSD effluent samples 

collected on December 14, 2015, for TSS (220 mg/L) and total coliform (4,600 

MPN/mL)/E.coli (380 MPN/mL) were greater than 150 mg/L and 200 MPN/mL, 

respectively. This total coliform analytical result was 23 times greater than the USCG 

appropriate standard. Refer to Exhibit 4 and Exhibit 5 that includes: 
 

 The Discharger’s 2015 MSD annual inspection report dated December 9, 2015. 

 The corresponding Capco Laboratory Analytical Services laboratory analytical 

results, dated December 17, 2015, for the MSD effluent samples collected on 

December 14, 2015.  
 

It should be noted that in response to the USCG appropriate standard exceedance of 

TSS, total coliform, and E.coli parameters, the Discharger recommended (refer to Exhibit 

4 Page 2) increasing the total chlorine residual to 3 to 4 parts per million (ppm) within 

the MSD unit disinfection chamber. It should be noted that based on our review of the 

Discharger’s 2014 annual Facility MSD inspection and associated contract laboratory 

analytical results, the Facility MSD unit did not exceed the USCG appropriate standards 

for TSS, total coliform/E.coli in 2014.  

 

We also noted that the Discharger had not inspected the internal media bed and media 

chambers annually as stated in the manufacturer’s specifications. We also observed in 

the Discharger’s 2014 and 2015 annual Facility MSD inspection reports that inspections 

of the MSD unit’s interior was not performed due to “bolted hatches” (refer to Exhibit 4 

Page 2). However, the redFox® FoxPac manufacturer installation, operation, and 

maintenance manual obtained from redFox® post-inspection recommends that the 

interior media bed and media chamber be inspected and cleaned annually. It does not 

appear that the Discharger performed the recommended media bed and media 

chamber inspection and cleaning for the MSD unit in accordance with manufacturer’s 

recommendations.  

 

2. Part I.A.5 Requirements for NPDES Permits and Coverage Conditions – Prohibitions of 

the Permit states “During the term of this general permit, operators are authorized to 

discharge under the general permit the enumerated waste streams subject to the 

restrictions set forth herein. This permit does not authorize the discharge of any waste 

streams, including spills and other unintentional or non-routine discharges of pollutants, 
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that are not part of the normal operation of the facility, or any pollutants that are not 

ordinarily present in such waste streams.” Part II.E Domestic and Sanitary Wastes 

(Discharge 005) of the Permit states there shall be no discharge of floating solids. 

 

We observed that the Facility MSD unit was equipped with drain manifold and valves 

between the media chamber and disinfection chamber with the drain piping discharging 

directly to the Pacific Ocean (refer to Photographs 7, 8, and 9). At the time of the 

inspection all chamber drain valves were closed and no discharge was observed from 

the discharge piping to the Pacific Ocean. Facility representatives did not know at the 

time of the inspection, if any discharges ever occurred from the MSD unit media and 

disinfection chambers via this discharge piping.  

 

3. Part II.E Domestic and Sanitary Wastes (Discharge 005) and Footnote 4 of the Permit 

states there shall be no discharge of foam or floating solids from domestic (greywater) 

and “The discharge of food waste is prohibited within 12 nautical miles from the nearest 

land.”  

 

We observed an active domestic (greywater) piping leak discharging to the receiving 

water (Pacific Ocean) at the time of the inspection (refer to Photographs 17 through 20). 

As a result of the leak, not all greywater was being discharge at the designated discharge 

location (Discharge 005). Facility representatives stated that the greywater piping leak 

appeared to be originating from the galley drain system. During the inspection, Mr. Rao 

stated that they would promptly address the greywater leak and notify EPA Region 9 

once completed.   

 

4. Part III.B Monitoring, Recording and Reporting Requirements of the Permits states 

“Samples and measurements taken for the purpose of monitoring shall be 

representative of the monitored activity.”  

 

During the inspection, we observed a bypass line around the produced water NPDES oil 

and grease sample location (refer to Photographs 13 and 14). At the time of the 

inspection, the produced water NPDES sample point bypass piping was not in operation 

as indicated by the closed valve (refer to Photograph 14). Facility representatives were 

unaware of the frequency or reason for the bypass of the produced water oil and grease 

NPDES sample point.   

 
5. Part IV.(e) Proper Operation and Maintenance of the Permit states that “The Permittee 

shall at all times properly operate and maintain all facilities and system of treatment 
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and control (and related appurtenances) which are installed or used by the Permittee to 

achieve compliance with the conditions of this permit.” 

 

We observed that the Discharger lacked a formal, reproducible process and SOPs for 

scheduling and documenting maintenance activities. Facility representatives provided us 

with a demonstration of their CMMS MainSaver program at the time of the inspection. 

The Facility had a total of 40 open work orders and a total of 295 work orders at the 

time of the inspection. We observed that the Discharger’s CMMS was not being utilized 

to adequately generate and document corrective action work orders or to address 

immediate maintenance items for NPDES treatment units as the Facility. For example, 

the Discharger was not utilizing the CMMS system to generate and track potential 

immediate repair needs for the Facility gross oil and water separators, but rather would 

just complete the work without entering into the CMMS, documenting, or tracking 

repairs to ensure proper operation and maintenance of the process units at the Facility.   

 

6. Part III.E Records Contents of the Permit requires that the following monitoring 

information be documented: “1. The date, exact place, and time of sampling or 

measurements; 2. The individual(s) who performed the sampling or measurements; 3. 

The date(s) analyses were performed; 4. The individual(s) who performed the analyses; 

5. The analytical techniques or methods used; and 6. The results of such analyses.” 

 

We observed that the Discharger’s SOPs for produced water oil and grease sampling and 

handling did not include minimum monitoring information requirements or 

requirements to ensure proper sample collection, preservation, and hold times (refer to 

Exhibit 6). Specifically, the Discharger SOPs did not clearly describe the exact sample 

location for produced water oil and grease waste stream as “Discharge 002”, or that oil 

and grease samples should be labeled for type of sample as “grab” or “composite”. Note 

that Table 6 – Produced Water Effluent Limitations and Monitoring Requirements of the 

Permit states that the Discharger’s oil and grease produced water sample type/method 

shall be either a grab sample or composite sample. Additionally, the SOPs did not 

include information or requirements for oil and grease sample preservation (i.e., <6oC 

within 15 minutes of collection for grab samples) or maximum holding time (e.g., 28 

days for oil and grease), as detailed in 40 CFR Part 136 and required by Part II.B.6 

Produced Water Monitoring Requirements of the Permit. We further observed that the 

SOPs did not ensure that the sample collection method for produced water oil and 

grease samples would ensure that the laboratory provided sample bottle preservative of 

hydrochloric acid (HCl) would be maintained. For example, the Discharger’s SOP did not 
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provide sample collection and handling guidance on not overfilling the oil and grease 

sample to prevent the loss of HCl preservative.   

 

7. Part II.C.3, Well Treatment, Completion and Workover Fluids (Discharge 003), Chemical 

Inventory, section of the Permit, requires “The Permittee shall maintain an inventory of 

the quantities and concentrations of the specific chemicals used to formulate well 

treatment, completion and workover fluids. If there is a discharge of these fluids, the 

chemical formulation, concentrations and discharge volumes of the fluids shall be 

submitted with the DMR. For discharges of well treatment, completion and workover 

fluids, the type of operation that generated the discharge fluids shall also be reported.” 

 

We observed that the Discharger did not submit with the DMRs a chemical inventory 
including chemical formulation and concentrations of these fluids used for well 
treatment, completion and workover fluids. 
 

SECTION IV – LIST OF APPENDICES 

Appendix 1 – Photograph Log (Note red text and callouts added by inspector) 

Appendix 2 – Exhibit Log (Note red text and callouts added by inspector) 
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Photograph 1.   View of DCOR, LLC’s offshore Platform A.    

 

Photograph 2.   View of waste oil tank utilized for collecting deck drainage and fire 
control system water prior to being pumped to DCOR’s onshore Rincon treatment 
facility.    

Waste oil tank  
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Photograph 3.   View of gross oil separators #1 and #2.  

 

Photograph 4.   View of WEMCO oil water separator at the platform.     
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Photograph 5.   View of redFox® environmental marine sanitation device Fox Pac 
Model No. RF-500-FP, Serial No. 4873 used to treat sanitary wastes.     

 

Photograph 6.   View of actively flowing sanitary waste discharge point (Discharge 005) 
to the Pacific Ocean.     
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Photograph 7.   View of MSD unit media chamber and disinfection chamber drain 
valves and manifold. Note that the drain valves were in the closed position at the time 
of the inspection.  

 

Photograph 8.   View of discharge piping from the MSD unit media and disinfection 
chambers, shown in Photograph 7.  
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Photograph 9.   View of discharge piping outfall to the Pacific Ocean from the MSD unit 
media and disinfection chambers drain manifold piping.  

 

Photograph 10.   View of produced water (Discharge 002) NPDES sampling point located 
off of the discharge pipe from the WEMCO with the produced water flow meter. 
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Photograph 11.   Alternate view of produced water (Discharge 002) NPDES sampling 
point located off of the discharge pipe from the WEMCO.   

 

Photograph 12.   Close-up view of the produced water NPDES sampling point, shown in 
Photographs 10 and 11.    
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Photograph 13.   View of produced water bypass piping around NPDES sample point.     

 

Photograph 14.   Close-up view of produced water bypass piping around NPDES sample 
point, shown in Photographs 11. Note the bypass piping was not in operation at the 
time of the inspection, as indicated by the closed valve handle.    

Produced water bypass 

piping around NPDES 

sample point  

Direction of 

flow  

Produced water 

NPDES sample 

point, shown in 

Photograph 10  

Produced water bypass 

piping closed valve 

handle  

Direction of 

flow  

Produced water 

bypass piping  

Continuous inline turbidity 

measurement device  



DCOR, LLC / Platform A 
Photograph Log 

 Inspection Dates:  03/07/2016 and 03/09/2016 
 

 

8 

 

Photograph 15.   View of the receiving water (Pacific Ocean) within the vicinity of 
Platform A NPDES produced water submerged outfall discharge pipe at the time of the 
inspection.  

 

Photograph 16.   Close-up view of continuous inline turbidity measurement device 
(shown in Photograph 14), a HACH Surface Scatter® 7 sc turbidimeter, used to comply 
with Part II.G.6 On-Line Oil and Grease Monitors of the Permit.    
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Photograph 17.   View of the location of the active domestic (greywater) piping leak. 

 

Photograph 18.   Close-up view of active domestic (greywater) piping leak.   
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Photograph 19.   Alternate view of active domestic (greywater) piping leak.  

 

Photograph 20.   View of receiving water (Pacific Ocean) in the vicinity of the active 
domestic (greywater) piping leak discharge. Note the droplets showering down in the 
photo from the greywater leak shown in Photographs 17, 18, and 19.   
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Exhibit 1.   DCOR’s process flow diagram of the oil/water conveyance and treatment system for 
Platform A.    
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Exhibit 2.   DCOR’s process flow diagram of the oil/water conveyance and treatment system for 
Platform A.  
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Exhibit 3. EPA Region 9 Notice of Inspection letter provided to DCOR via e-mail prior to the inspection 
on February 23, 2016 (Page 1 of 5). 
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Exhibit 3. EPA Region 9 Notice of Inspection letter provided to DCOR via e-mail prior to the inspection 
on February 23, 2016 (Page 2 of 5). 
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Exhibit 3. EPA Region 9 Notice of Inspection letter provided to DCOR via e-mail prior to the inspection 
on February 23, 2016 (Page 3 of 5). 
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Exhibit 3. EPA Region 9 Notice of Inspection letter provided to DCOR via e-mail prior to the inspection 
on February 23, 2016 (Page 4 of 5). 
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Exhibit 3. EPA Region 9 Notice of Inspection letter provided to DCOR via e-mail prior to the inspection 
on February 23, 2016 (Page 5 of 5). 
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Exhibit 4. Discharger’s Platform A 2015 MSD annual inspection report dated December 9, 2015 (Page 
1 of 2). 
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Exhibit 4. Discharger’s Platform A 2015 MSD annual inspection report dated on December 9, 2015. 
Note that TSS, total coliform, and E.coli samples collected on December 14, 2015, during the annual 
inspection were reported by Capco Laboratory Analytical Services as 220 mg/L, 4,600 MPN/mL, and 380 
MPN/mL, respectively (refer to Exhibit 4 below) (Page 2 of 2). 
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Exhibit 5. Discharger’s Platform A MSD TSS analytical results from Capco Laboratory Analytical 
Services for MSD effluent samples collected on December 14, 2014. Note the TSS result was 220 mg/L, 
which is greater than the USCG appropriate standard of 150 mg/L (Page 1 of 2). 
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Exhibit 5. Discharger’s Platform A MSD Total Coliform and E.coli analytical results from Capco 
Laboratory Analytical Services for MSD effluent samples collected on December 14, 2015. Note the Total 
Coliform result was 4,600 MPN/mL and the E.coli result was 380 MPN/mL, which are both greater than 
the USCG appropriate standard of less than 200 MPN/mL for these parameters (Page 2 of 2). 
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Exhibit 6.   DCOR’s oil and grease sampling and handling SOPs. Note that these SOPs did not include 
information to ensure proper sample collection, preservation, and hold times nor did it clearly describe 
the exact sample location (e.g., “Discharge 002”). Further, the SOPs did not discuss type of sample as 
“grab” or “composite”.  


